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Neighborhood Energy Connection 

Residential Energy Specification 

Customer: City of Saint Paul Auditor: Michael Childs 

Address: 591 Lafond Ave 1 & 2 Phone: 651-221-4462 x145 

      

Spec ID# Spec Title Specification Location / Notes 

200 
Replace Boiler with 90% AFUE Hot 

Water Boiler & Sidearm water heater 

Replace existing boiler with a gas fired, modulating, direct 

vent, 90% AFUE+ hot water boiler.  Installation to include 

all power & control wiring, a setback thermostat, 

expansion tank, one circulation pump, water & gas supply 

& flue piping.  The installation is required to maintain a 

minimum 70 F indoor temperature evenly throughout the 

conditioned space when outdoor temperature is - 10 F.  

Install an indirect fired 40 gallon water tank as a separate 

zone on their boiler with a maximum heat loss rating of 1 

degree per hour.  Remove existing boiler, recycle all metal 

components and dispose of all other materials in a code 

legal dump. 

 Option 1.  

 

204 
Replace Boiler with 85% AFUE Hot 

Water Boiler 

Replace existing boiler with a gas fired, 85%+ AFUE hot 

water boiler.  Installation to include all power & control 

wiring, a setback thermostat, expansion tank, one 

circulation pump, water & gas supply & flue piping.  The 

installation is required to maintain a minimum 70 F indoor 

temperature evenly throughout the conditioned space 

 Option 2.  

 



when outdoor temperature is - 10 F.   

304 
Replace Water Heater with Power 

Vented .67 EF 

Replace water heater with a power-vented water heater 

with an EF of .67.  Include pressure & temperature release 

valve, discharge tube to within 6" of floor and PVC flue to 

power vent to exterior. 

 With boiler Option 2.  

 

310 Install Central Air Conditioning Unit 

Install 13 EER mini-split system central air conditioning 

unit, following local building code.  Using OEM 

performance information and industry-approved 

procedures, confirm that the selected equipment 

satisfies/meets the load requirements at the system design 

conditions.    

500 Seal Attic Bypasses 

Contractor shall seal all attic bypasses. Bypasses shall be 

defined as any break in the envelope of a house between a 

heated living space and an unheated area or exterior.  

Bypass locations include, but are not limited to, the 

following areas: chimneys, soil stacks, end walls, dropped 

ceilings, open plumbing walls, beneath knee walls and 

around duct work, electrical work and attic access points. 

Bypasses shall be sealed in such a manner that the 

movement of air through the bypass is essentially stopped. 

"Essentially stopped" means that air leakage will not be 

detected by an infrared scan when the house is pressurized 

to 30 Pascals. Materials to be used for sealing bypasses 

depend on the size and location of the bypass and meet 

code requirements. These materials include high quality 
  



caulks (20-year life span), polyethylene rod stock, foam, 

sheetrock, sheet metal, extruded polystyrene and densely 

packed insulation. 

510 Blow Open Attic to R-50 

All bypasses shall be sealed before insulating in such a 

manner that the movement of air through the bypass is 

essentially stopped. Blow insulation to depth indicated on 

manufacturer's coverage chart, consistently and evenly to 

R-50.  Insulation in the peak attic must be marked with a 

ruler to measure depth and a sign with the number of bags 

used and the date of the installation. 

 Insulate 1
st

 floor rear  

attic, also.  

 

512 
Dense Pack Slants to capacity with 

cellulose 

Determine cavities are free of hazards and can support 

dense packing pressures, locate drilling hazards, control 

dust when drilling from interior.  Blow Slant walls with 

cellulose to capacity using the Dense Pack Method to a 

minimum density 3.5 lbs./ft³.   

530 Install Air Chutes 

Baffles or chutes shall be installed to maintain the passage 

of free air.  Attic areas below the baffle or chute shall be 

insulated to R-44 or to capacity as space allows.   

532 
Build Dam, insulate and weather strip 

attic hatch 

Access hatch door to attic shall be insulated to R-44 and 

insulation dam constructed around opening. Opening shall 

be weather stripped to provide a tight seal.   

616 
Wall insulation - Interior Application: 

Dense Pack Cellulose 

Exterior walls insulated from inside the house shall be 

drilled through to provide access.   Determine cavities are 

free of hazards and can support dense packing pressures, 

locate drilling hazards, control dust when drilling from 

 Method depends on  

extent of rehab work.  



interior.  Completely fill each cavity to a consistent density.  

Dense pack cellulose to a minimum density of 3.5 lbs./ft³ 

or dense pack spider fiberglass per manufacturer's 

instructions.  Follow all applicable Lead Safe Work 

Practices as per the EPA's RRP Rules. Loosely blown 

fiberglass existing. 

Asbestos shakes. 

618 
Wall insulation - Interior Application: 

Fiberglass batt open cavities 

Fit batt insulation between studs so that it fills the wall 

cavity without any gaps, voids, or compression.  Call the 

NEC before sheet rocking. Loosely blow fiberglass existing. 

 

  

 Method depends on  

extent of rehab work.  

Asbestos shakes. 

620 
Wall insulation - Interior Application: 

Spray foam open cavities 

Follow manufacturer's instructions to completely and 

evenly fill the cavity.  Call the NEC for inspection before 

sheet rocking. Loosely blown fiberglass existing. 

 

 Method depends on  

extent of rehab work.  

Asbestos shakes. 

800 Air Seal Rim Joist 
Seal cracks and holes in rim joist using caulk, foam or other 

air tight materials.   

1000 
Install ENERGY STAR Rated Kitchen 

Fan 

Install an ENERGY STAR rated exhaust fan connected with 

insulated rigid ductwork into a dampered vent.    

1010 
Install ENERGY STAR Rated 2-stage 

Bathroom Fan 

Install an ENERGY STAR rated two-speed bathroom fan .8 

sones or less, with a pre-set low-speed of 10-30 CFM and a 

high-speed boost capability of 70-110 CFM initiated by a 

wall switch or motion detector.   Vent bathroom fan using 

rigid duct and insulated with fiberglass and vented out 
  



with dampered roof vent. 

1200 Replace incandescents with CFLs 

Replace incandescent bulbs with ENERGY STAR rated 

compact fluorescent lights.   Install fixtures that meet the 

lighting needs of the particular area.   

1210 
Install ENERGY STAR Rated Washing 

Machine 

Connect new ENERGY STAR rated clothes washer sized 

appropriately for the household.  Use braided steel water 

supply lines and a smooth rubber drain line connected to a 

2 inch drain with trap.  Remove existing washer, recycle all 

metal components and dispose of all other materials in a 

code legal dump.   

1212 
Install ENERGY STAR Rated 

Dishwasher 

Install ENERGY STAR rated dishwasher including all 

alterations and connections to plumbing and electric 

system.  Remove existing dishwasher, recycle all metal 

components and dispose of all other materials in a code 

legal dump.   

1214 
Install ENERGY STAR Rated 

Refrigerator 

Install ENERGY STAR rated refrigerator sized appropriately 

for the household.  Remove existing refrigerator, recycle all 

metal components and dispose of all other materials in a 

code legal dump.   
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Confirmed

Registry ID:

Rating Number: 526-1289

Certified Energy Rater: Michael Childs

Rating Date: 6/4/2012

Rating Ordered For: City of Saint Paul

Estimated Annual Energy Cost

Confirmed

Use MMBtu Cost Percent

  Heating 210.1 $1896 53%

  Cooling 0 $0 0%

  Hot Water 39.6 $356 10%

  Lights/Appliances 44.6 $982 27%

  Photovoltaics -0.0 $-0 -0%

  Service Charges $359 10%

  Total $3594 100%

This home meets or exceeds the minimum

criteria for all of the following:
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Company
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Fax #

Uniform Energy Rating System
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Energy Efficient

HERS Index: 120
General Information

Conditioned Area: 2991 sq. ft. HouseType: Duplex, whole building

Conditioned Volume: 25171 cubic ft. Foundation: Conditioned basement

Bedrooms: 4

Mechanical Systems Features

Heating: Fuel-fired hydronic distribution, Natural gas, 80.0 AFUE.

Heating: Fuel-fired hydronic distribution, Natural gas, 72.0 AFUE.

Water Heating: Conventional, Natural gas, 0.56 EF, 40.0 Gal.

Duct Leakage to Outside: NA

Ventilation System: None

Programmable Thermostat: Heating: No          Cooling: No

Building Shell Features

Ceiling Flat: R-19 Exposed Floor: NA

Vaulted Ceiling: R-6 Window Type: S W Op (w/St)

Above Grade Walls: R-6 Infiltration:

Foundation Walls: R-1.1 Rate: Htg: 3722 Clg: 3722 CFM50

Slab: R-0.0 Edge, R-0.0 Under Method: Blower door test

Lights and Appliance Features

Percent Interior Lighting: 0.00 Range/Oven Fuel: Natural gas

Percent Garage Lighting: 0.00 Clothes Dryer Fuel: Natural gas

Refrigerator (kWh/yr): 691.00 Clothes Dryer EF: 2.67

Dishwasher Energy Factor: 0.46 Ceiling Fan (cfm/Watt): 0.00

The Home Energy Rating Standard Disclosure for this home is available from the rating provider.

REM/Rate - Residential Energy Analysis and Rating Software v12.99 
This information does not constitute any warranty of energy cost or savings.

 © 1985-2012 Architectural Energy Corporation, Boulder, Colorado.
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Registry ID:

Rating Number: 526-1289

Certified Energy Rater: Michael Childs

Rating Date: 6/4/2012

Rating Ordered For: City of Saint Paul

Estimated Annual Energy Cost

Projected Rating

Use MMBtu Cost Percent

  Heating 144.6 $1309 47%

  Cooling 0 $0 0%

  Hot Water 31.9 $287 10%

  Lights/Appliances 39.1 $837 30%

  Photovoltaics -0.0 $-0 -0%

  Service Charges $359 13%

  Total $2792 100%

This home meets or exceeds the minimum

criteria for all of the following:

TITLE

Company

Address

City, State, Zip

Phone #

Fax #

Uniform Energy Rating System

1 Star 1 Star Plus 2 Stars 2 Stars Plus 3 Stars 3 Stars Plus 4 Stars 4 Stars Plus 5 Stars 5 Stars Plus

500-401 400-301 300-251 250-201 200-151 150-101 100-91 90-86 85-71 70 or Less

Energy Efficient

HERS Index: 84
General Information

Conditioned Area: 2991 sq. ft. HouseType: Duplex, whole building

Conditioned Volume: 25171 cubic ft. Foundation: Conditioned basement

Bedrooms: 4

Mechanical Systems Features

Heating: Fuel-fired hydronic distribution, Natural gas, 84.0 AFUE.

Heating: Fuel-fired hydronic distribution, Natural gas, 84.0 AFUE.

Water Heating: Conventional, Natural gas, 0.67 EF, 40.0 Gal.

Duct Leakage to Outside: NA

Ventilation System: Exhaust Only: 67 cfm, 13.0 watts.

Programmable Thermostat: Heating: Yes          Cooling: Yes

Building Shell Features

Ceiling Flat: R-50 Exposed Floor: NA

Vaulted Ceiling: R-13 Window Type: NFRC .34 / .33

Above Grade Walls: R-13 Infiltration:

Foundation Walls: R-1.1 Rate: Htg: 2522 Clg: 2522 CFM50

Slab: R-0.0 Edge, R-0.0 Under Method: Blower door test

Lights and Appliance Features

Percent Interior Lighting: 90.00 Range/Oven Fuel: Natural gas

Percent Garage Lighting: 0.00 Clothes Dryer Fuel: Natural gas

Refrigerator (kWh/yr): 691.00 Clothes Dryer EF: 2.67

Dishwasher Energy Factor: 0.46 Ceiling Fan (cfm/Watt): 0.00

The Home Energy Rating Standard Disclosure for this home is available from the rating provider.

REM/Rate - Residential Energy Analysis and Rating Software v12.99 
This information does not constitute any warranty of energy cost or savings.

 © 1985-2012 Architectural Energy Corporation, Boulder, Colorado.
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1. Introduction 
 
St. Croix Environmental, Inc. (SCE) was retained by the City of St. Paul (the City) to administer a 
Survey of the property located at 591 Lafond Avenue in St. Paul, Minnesota (the Site).  The Site is 
occupied by single-family dwelling which is scheduled for rehabilitation. 
  
The purpose of the work was to evaluate building materials suspected to contain asbestos and 
lead-based paint as follows: 
 
• Identify asbestos containing materials (ACM) at the Site as defined by the Environmental 

Protection Agency (EPA), Minnesota Pollution Control Agency (MPCA), and the Minnesota 
Department of Health (MDH). 

• Identify surfaces that contain lead-based paint prior to rehabilitation in accordance with US 
Department of Housing and Urban Development (HUD) guidelines. 

 
The work did not include a survey for hazardous materials other than asbestos or lead-based paint. 
 
2. Asbestos Survey 
 
On January 13, 2012, Tim Marxhausen, a Minnesota Department of Health (MDH) Certified 
Asbestos Inspector with Parks Environmental Consulting, Inc. completed the building survey and 
sampling activities.  
 

2.1. ACM Sampling 
 
A list of the suspect asbestos materials that were sampled can be found in Appendix I. Materials 
other than those listed, and not sampled, were either: 1) not considered suspect for asbestos 
content (e.g. fiberglass insulation, concrete, brick, plastic); or, 2) inaccessible, such as materials in 
wall cavities, confined spaces, or locked rooms/areas.  If suspect asbestos containing materials 
other than those listed and sampled are discovered at the Site, they should be considered asbestos 
containing until testing proves otherwise. 
 
The samples were analyzed for asbestos content by EPA Method 600/R-93/116, at Schneider 
Laboratories, Richmond, Virginia.  Schneider’s laboratory is accredited for asbestos bulk material 
analysis under the National Institute of Sciences’ National Voluntary Laboratory Accreditation 
Program (NVLAP).  The analytical method’s lower detection limit is one-percent asbestos by 
volume. The method provides a visual estimation of asbestos in the material sample. 
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2.2. ACM Results 
 
A copy of the analytical laboratory report is included in Appendix I. The sample location diagram is 
also included the appendix.   
 
The following materials were found to contain asbestos: 
 

TABLE 1 – Summary of Asbestos Containing Building Materials 

Sample 
Number Description Location Friable Approx. 

Amount 

LIN-07 Linoleum – green 
stone pattern Upper Level - Bathroom Yes 40 SF 

SU-01 Sink Undercoat - black Basement No 1 SF 

T-01 Transite Exterior 
Siding Shingles House Exterior No UND 

SF= Square Feet UND = Undetermined 
 
3. Lead-Based Paint Survey 
 
On January 24, 2012, Andrew Myers, a Minnesota-licensed lead risk assessor with Midwest 
Environmental, LLC., performed a HUD lead-based paint inspection and risk assessment of the 
property.   At the request of the City of Saint Paul (City), this report provides information in 
accordance with HUD guidelines regarding the identification of lead-based paint. 
 

3.1. Lead-Based Paint Sampling 
 
Observations for lead-based paint, conducted in accordance with HUD guidelines, include a 
description of condition.  Based on current regulatory definitions, lead-based paint is defined as 
paint containing lead concentrations equal to or greater than 1.0 milligrams per square centimeter 
(mg/cm2) when using a Niton XL X-ray fluorescence (XRF) analyzer. The XRF provides the 
measured lead concentration in weight of lead per unit area.  
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3.2. Lead-Based Paint Results 
 
Specific building components determined to have a lead concentration above the action level of 1.0 
mg/cm2 are listed below.  Complete results of the XRF analyzer are presented in Appendix II.  
 
LOCATION    COMPONENT   
 Porch    Painted wood door components   
 Porch    Painted wood window components   
 Porch    Painted wood walls & trim   
 Porch    Vinyl floor   
 Unit 1 -Entry    Painted wood baseboards   
 Unit 1 -Living Room    Painted wood window components   
 Unit 1 -Bedroom 1    Painted plaster walls & ceilings (including closet walls)   
 Unit 1 -Bedroom 1    Painted wood closet shelf supports   
 Unit 1 -Bedroom 1    Painted closet baseboards   
 Unit 1 -Bedroom 1    Painted closet door components   
 Unit 1 -Bedroom 1    Painted wood window components   
 Unit 1 -Hall    Painted wood door   
 Unit 1 -Hall    Painted wood wall   
 Unit 1 -Hall    Painted plaster ceiling   
 Unit 1 -Side Entry    Painted wood ceiling & varnished walls   
 Unit 1 -Side Entry    Painted wood floor   
 Unit 1 -Bathroom    Bath tub   
 Unit 1 -Bathroom    Painted wood baseboards   
 Unit 1 -Bathroom    Painted wood window components   
 Unit 1 -Bathroom    Painted wood door & door components   
 Unit 1 -Bathroom    Painted drywall wall   
 Unit 1 -Den    Painted wood floor   
 2nd Floor Living Room    Painted drywall ceiling   
 Unit 1 -Bedroom 2    Painted wood wall   
 Stairway to basement    Painted wood door & door components   
 Stairway to basement    Painted wood baseboards & ledge   
 Stairway to basement    Painted wood hand rail   
 Stairway to basement    Painted wood stair riser   
 Stairway to basement    Painted wood window   
 Stairway to basement    Painted plaster wall   
 Laundry    Painted wood doors & door components   
 Basement -Room 1    Painted wood door   
 Basement -Room 1    Painted wood window   
 Basement -Room 1    Painted wood columns   
 Basement -Room 2    Painted drywall wall   
 Furnace Room    Painted wood door components   
 Furnace Room    Painted wood window   
 Furnace Room    Painted wood columns   
 Basement -Bathroom    Bath tub   
 CONTINUED ON NEXT PAGE 
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LOCATION    COMPONENT  - CONTINUED FROM PREVIOUS PAGE 
 Back Stairway -all floors    Painted wood doors & door components   
 Back Stairway -basement    Painted wood wall   
 Back Stairway -151 floor    Painted wood floor   
 Back Stairway -151 floor    Painted wood stair treads & riser   
 Back Stairway -2nd floor    Painted wood baseboards   
 Back Stairway -2nd floor    Painted wood window components   
 Back Stairway -2nd floor    Painted wood walls & ceiling   
 Front Stairway -2nd floor    Painted wood baseboards   
 Front Stairway -2nd floor    Painted wood stair treads & riser   
 Front Stairway -2nd floor    Painted wood window components   
 Front Stairway -2nd floor    Painted wood cornice   
 Unit 2 -Hall    Painted wood attic door   
 Unit 2 -Hall    Painted wood baseboards   
 Unit 2 -Hall    Painted wood doors & door components (including closet door)   
 Unit 2 -Bedroom 1    Painted wood doors & door components   
 Unit 2 -Bedroom 1    Painted wood baseboards   
 Unit 2 -Bedroom 1    Painted wood window components   
 Unit 2 -Living Room    Painted wood door & door components   
 Unit 2 -Living Room    Painted wood cornice   
 Unit 2 -Living Room    Painted wood baseboards   
 Unit 2 -Living Room    Painted wood window components   
 Unit 2 -Bedroom 2    Painted plaster walls & ceilings (including closet)   
 Unit 2 -Bedroom 2    Painted wood closet door   
 Unit 2 -Bedroom 2    Varnished wood closet shelf support   

 Unit 2  Kitchen 
 Pressed fiber ceiling tile (depth index indicates lead beneath the tile 
probably on original plaster)   

 Unit 2  Kitchen  Painted plaster walls (including closet)   
 Unit 2  Kitchen  Painted wood closet shelf   
 Unit 2  Bathroom  Bathtub   
 Unit 2  Bathroom  Walls   
 Exterior    Painted wood window & window components   
 Exterior    Painted wood soffits, fascia & trim   
 Exterior    Painted wood drip board   
 Exterior    Painted wood siding   
 Throughout    All original vintage millwork   
 Throughout    All original vintage window components   
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4. Definitions 
The following definitions apply to this report: 
• The EPA/MPCA/MDH defines ACM as any material that contains greater than one percent 

asbestos by volume. Materials found to contain one percent or less asbestos by volume are not 
regulated as ACM by EPA/MPCA/MDH. 

• Friable ACM is defined as any material that contains greater than one percent asbestos, and 
which can be crumbled, pulverized, or reduced to powder by hand pressure. 

• Category I non-friable ACM means asbestos-containing packings, gaskets, resilient floor 
covering, and asphalt roofing products containing more than one percent asbestos. Category I 
non-friable ACM is not allowed to remain in place during renovation/rehabilitation if it is in a 
condition where the renovation/rehabilitation activities might cause it to become friable. 

• Category II non-friable ACM means any material, excluding Category I non-friable ACM, 
containing more than one percent asbestos that, when dry, cannot be crumbled, pulverized, or 
reduced to a powder by hand pressure. Category II nonfriable ACM is not allowed to remain in 
place during renovation or rehabilitation if it has a high probability of becoming crumbled, 
pulverized, or reduced to a powder during renovation, rehabilitation, transport, or disposal. 

 
5. Inspection and Sampling Limitations 
 
This survey report is intended to describe lead-based paint and ACM that may be present at the 
subject site, including those that may be impacted during renovation or rehabilitation activities. 
Services performed by the consultant were conducted in accordance with generally recognized 
industry standards and current MPCA and MDH guidelines, and in a manner consistent with the 
level of care and skill ordinarily exercised by other professional consultants under similar 
circumstances and under similar budget and time constraints. No other warranty is made or 
intended. 
 
The survey is not intended to be technically exhaustive and no representation is made to the client, 
expressed or implied, and no warranty or guarantee is included or intended.  It is possible that 
some materials were not identified during the course of the inspection at this site.  Such unidentified 
materials would be those that are hidden from view, such as floor tile under floor tile or carpet, pipe 
insulation in wall cavities, materials out of reach in high ceiling areas, materials located under or 
behind finish materials, or materials inadvertently overlooked.  Building materials known to possibly 
contain asbestos or lead-based paint which were not sampled as part of this survey should be 
assumed to be asbestos or lead containing until proven otherwise.  
 
The consultant and/or inspector for this survey are not held responsible or liable for any repairs or 
replacements with regards to this property, systems, components, or the contents therein.  Material 
samples were analyzed by an independent outside laboratory; the results of their analyses are 
presented herein.   While we choose an established, reputable and certified lab to perform the 
sample analysis, SCE does not warrant the accuracy of the laboratory results.  
 
The information contained in this report represents the consultant’s best efforts to determine the 
presence of lead-based paint and ACM at the site given the site conditions.  No inspection was 
carried out of flues, chutes, ducts, voids and any similar enclosed areas, the access to which would 
necessitate the use of specialist equipment or tools, or which would have caused damage to 
decoration, fixtures, fittings or the structure of the building. We are therefore unable to report on the 
presence of asbestos or lead in these areas, and accept no responsibility for the presence of such. 



Appendix I          Asbestos Survey Report 
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1.0  Executive Summary

St. Croix Environmental, Inc. (SCE) contracted with Parks Environmental Consulting,
Inc. (Parks) to conduct an inspection and sampling for asbestos-containing materials
(ACM) in the vacant duplex located at 591 La Fond Ave., St. Paul, Minnesota.

Mr. Tim Marxhausen of Parks conducted the asbestos materials inspection, audit and
sampling at the site January 13, 2012. Accessible interior and exterior building materials
were surveyed, suspect asbestos materials were sampled in general accordance with
EPA-AHERA sampling rules, samples were analyzed for asbestos content, and this
report was then prepared.

Asbestos Materials

The following materials were found to contain asbestos:

TABLE 1 – Summary of Asbestos Containing Building Materials

Sample
Number Description Location Friable Approx.

Amount

LIN-07 Linoleum – green stone
pattern Upper Level - Bathroom Yes 40 SF

SU-01 Sink Undercoat - black Basement No 1 SF

T-01 Transite Exterior Siding
Shingles House Exterior No UND

SF= Square Feet UND = Undetermined

Approximately 22 types of suspect asbestos materials were sampled and tested. Of
these materials, only the above listed materials were found to contain asbestos.   

Details of the site inspection and sampling are provided in the following sections.  A
table listing each sampled suspect asbestos homogeneous material, its location and
analytical result is located in Section 4.0 of this report, as is a table special waste
materials. The laboratory reports are included in Appendix A.

2.0  Background

SCE requested that Parks assist with the evaluation of building materials suspected to
contain asbestos in the vacant duplex located at 591 La Fond Ave., St. Paul, Minnesota.
Parks inspected the building for suspect asbestos materials, sampled such materials,
facilitated sample analysis by an outside laboratory, compiled the data, and prepared
this report.
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On January 13, 2012, Tim Marxhausen, Minnesota Department of Health (MDH)
Certified Asbestos Inspector #AS-2271, inspected the building for suspect ACM.  Parks
collected 46 building material samples for asbestos analysis. The samples were
analyzed at Schneider Laboratories in Richmond, Virginia.

Asbestos Material Sampling

The following types of building materials were considered, for the purposes of this
survey, suspect ACM, and thus sampled:

• 12" Vinyl Floor Tile and Adhesive (two types)
• Linoleum (seven types)
• Acoustical Ceiling Tile (six types)
• Attic Insulation
• Chimney Mortar Patch
• Transite Siding Shingles
• Flooring Underlayment Paper
• Wall and Ceiling Plaster
• Sink Undercoat
• Window Glazing/Putty

A Site Sketch indicating sample locations is provided in Appendix B.

3.0  Methods

Material samples were analyzed for asbestos content by Polarized Light Microscopy,
EPA Method 600/R-93/116, at Schneider Laboratories, Richmond, Virginia.  Schneider’s
laboratory is accredited for asbestos bulk material analysis under the National Institute of
Sciences’ National Voluntary Laboratory Accreditation Program (NVLAP).  The analytical
method’s lower detection limit is one-percent asbestos by volume.  The method provides
a visual estimation of asbestos in the material sample.

4.0  Data and Findings Summary

The following table summarizes sampled suspect asbestos materials with their locations,
and analytical results.  Materials other than those listed here, and not sampled, were
either: 1) not considered suspect for asbestos content (e.g. fiberglass insulation,
concrete, brick, plastic); or, 2) inaccessible, such as materials in wall cavities, under
finish materials, in confined spaces or locked rooms/areas.  If suspect asbestos
containing materials other than those listed and sampled below are discovered at the
site, they should be considered asbestos containing until testing proves otherwise.

TABLE 2 – Identified and Sampled Suspect ACM

Sample
Number Material Description Location Results

AINS-01A,
B, C

Attic Insulation – Blown-in
beige fibrous Attic Non-Asbestos
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TABLE 2 – Identified and Sampled Suspect ACM

Sample
Number Material Description Location Results

CM-01A, B Chimney Mortar Patch - gray Basement – on chimney
where flues enter Non-Asbestos

CT-01A, B,
C

Acoustical Ceiling Tile – 12”
square tongue & groove,
wormhole and pinhole finish

Lower Unit – Kitchen, Back
Hall, Bedroom 1 Non-Asbestos

CT-02A, B
Acoustical Ceiling Tile – 12”
square tongue & groove,
smooth finish

Lower Unit – Bedrooms 3 & 4 Non-Asbestos

CT-03A, B
Acoustical Ceiling Tile – 12”
square tongue & groove,
smooth finish

Lower Unit – Back Entry,
Bedroom 2 Non-Asbestos

CT-04
Acoustical Ceiling Tile – 12”
square tongue & groove,
rough finish

Lower Unit – Patch Tile in
Bedroom 1 Non-Asbestos

CT-05A, B 2’ x 4’ Lay-in Acoustical
Ceiling Tile – smooth finish Basement – all rooms Non-Asbestos

CT-06A, B,
C

Acoustical Ceiling Tile – 12”
square tongue & groove,
smooth finish

Upper Unit – Kitchen, Living
Room, Bedroom 2 Non-Asbestos

FT-01A, B
12” Vinyl Floor Tile, beige
marble pattern with tan
Adhesive

Lower Unit – Kitchen Non-Asbestos

FT-02 Vinyl Floor Tile, wood grain
with tan Adhesive Upper Unit – Pantry Non-Asbestos

LIN-01A, B Linoleum – yellow stone
mottle pattern

Lower Unit – Kitchen (under
FT-01) Non-Asbestos

LIN-02A, B Linoleum – cream/beige Lower Unit – Kitchen by dining
room (under FT-01) Non-Asbestos

LIN-03A, B Linoleum – gray 2” squares
pattern Lower Unit – Bathroom Non-Asbestos

LIN-04A, B
Linoleum –
green/black/yellow stones
pattern

Lower Unit – Porch (under
carpet) Non-Asbestos

LIN-05 Linoleum – red Lower Unit – Back stairs
landing Non-Asbestos

LIN-06A, B Linoleum – green/red/black
mottle Upper Unit – Kitchen Non-Asbestos

LIN-07A, B Linoleum – green stones
pattern Upper Unit – Bathroom Asbestos

20% Chy
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TABLE 2 – Identified and Sampled Suspect ACM

Sample
Number Material Description Location Results

RS-01A, B Roof Shingle (gray/black) Roof Non-Asbestos

PL-01A, B,
C, D, E, F Wall and Ceiling Plaster Throughout Non-Asbestos

SU-01 Sink Undercoat – black Basement Asbestos
5% Chy

T-01 Transite Siding Shingles Exterior Siding on House Asbestos
20% Chy

UL-01A, B Flooring Paper
Underlayment, beige Lower Unit – Bedroom 2 Non-Asbestos

WG-01A, B Window Glazing/Putty Some Exterior Widows Non-Asbestos

Chy = Chrysotile Asbestos

5.0 Recommendations

Prior to renovation or demolition, an asbestos abatement contractor should properly
remove the asbestos linoleum and sink undercoat.    These materials may present a
hazard to persons during construction and cannot be disposed in a general construction
debris landfill.

The Asbestos Siding should not be sawed, drilled, broken, crushed or otherwise
abraded; it cannot be disposed in a general construction debris landfill.

The above are general and limited asbestos recommendations.  MDH, (EPA), and
Occupational Safety and Health Administration (OSHA) rules and guidelines for
asbestos should be referenced prior to disturbance of asbestos materials.

6.0 Inspection and Sampling Limitations

It is possible that some suspect asbestos, or asbestos containing, materials and
hazardous materials were not identified during the course of the inspection at this site.
Such unidentified materials would be those that are hidden from view, such as floor tile
under floor tile or carpet, pipe or duct insulation in wall cavities, materials out of reach in
high ceiling areas, materials located under or behind finish materials.  Building materials
known to possibly contain asbestos which were not sampled as part of this survey
should be assumed to be asbestos containing until proven otherwise.

This document is an initial pre-renovation asbestos survey based on one site visit that
included sampling of select materials. This inspection and sampling occurred in January;
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the house had no heat, electricity or water service.  It is not an asbestos or hazardous
material abatement scope of work.  This document, associated drawing, lab report and
attachments are not intended to be environmental bid specifications for the referenced
site.

Material samples were analyzed by an independent outside laboratory; the results of
their analyses are presented herein.   While we choose an established, reputable and
certified lab to perform the sample analysis, Parks does not warrant the accuracy of the
laboratory results.

The information contained in this report represents Parks' best efforts to determine the
presence of asbestos containing and other hazardous materials at the site given the site
conditions.  A copy of the MDH asbestos inspector’s certification card is in Appendix D.

Parks Environmental Consulting, Inc.

January 26, 2012

Tim Marxhausen Date
Project Manager
MDH Certified Asbestos Inspector #AI2271
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ASBESTOS LABORATORY REPORT



















APPENDIX B

SITE SKETCH WITH SAMPLE LOCATIONS
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INSPECTOR CERTIFICATION CARD





Appendix II       Lead-Based Paint Testing Report 
  





































































































03/16/12 ACTIVATED CHARCOAL RADON TEST #5981910

Radon Test Result: < 0.3 ±0.1 pCi/L

Test Started 03/08/12 at 8:00 am
Test Ended 03/13/12 at 10:00 am
Closed house conditions maintained during test.

Location Basement

CITY OF ST PAUL HRA
591 LAFOND AVE
SAINT PAUL, MN 55102

INTERPRETING YOUR TEST RESULT

The US EPA action level for indoor radon is 4.0 pCi/L. Test results in this range(0.5
pCi/L or less) are, for all practical purposes, equivalent to the radon levels found in fresh
air. However, if you make any structural changes or start to use a lower level of the
building more frequently you should test again.

You may be able to obtain additional information about radon related subjects by calling
your state radon officer at 800−798−9050. Or call the "Radon Fix−It Line" at
800−644−6999 Monday thru Friday between NOON and 8 pm EST

READ THIS FIRST
This result has been rounded to

one−tenth (0.1) of a pCi/L (picoCurie
per liter), the most common method of

reporting radon in air.

NEXT...PLEASE...READ
everything under the heading

INTERPRETING YOUR TEST
RESULT

Your health risk

The primary health risk from long−term exposure to
radon is lung cancer. The risk of developing a lung
cancer from radon exposure depends both on how
much radon is present and how long you are exposed
to radon. The higher the radon level or the longer the
time of exposure, even if the levels are relatively low,
the greater the risk. Exposures up to 4 pCi/L may
present some risk of contracting lung cancer to more
sensitive occupants, especially children. Recently the
US Congress set as a goal the lowering of radon levels
in buildings to equal the levels of outside air.

What is a picoCurie

For those interested in the numbers, a picoCurie is
0.000,000,000,001 (one−trillionth) of a Curie, an
international measurement unit of radioactivity. One
pCi/L means that in one liter of air there will be 2.2
radioactive disintegrations each minute. For example,
at 4 pCi/L there will be approximately 12,672
radioactive disintegrations in one liter of air, during a
24−hour period.

Conducting Follow−up
Measurements

USEPA protocol describes two general types of radon
measurements: short−term tests conducted from 48
hours up to 90 days, and long−term tests that last from
90 to 365 days. Your first test (initial/screening)
should be a short−term `worst−case' screening to see if
there is a potential for high exposure to radon.
Screening tests should be conducted under
closed−building conditions, in the lowest lived−in area
in the house, because the highest concentrations of
radon will usually be found in a room closest to the
underlying soil. Tests made under these conditions are
less likely to miss a house with a potential for high
concentrations. On the other hand, if the results of
worst−case screening tests are very low, there is a high
probability that the average annual concentrations in
the house are also low.

This test result reflects the amount of radon measured in this sample AFTER it arrived at our
laboratory. All analysis computations are automatically adjusted to reflect the length of test, the

amount of moisture in the sample, time from the end of test, and the amount of radiation
measured. If ALL the test instructions were carefully followed, then it is reasonable to assume
this is an accurate assessment of the average level of the radon this sample was exposed to

during the time indicated on the test packet.

* Your state has designated a radon officer to assist citizens with questions on radon. Most offer free information on radon
and radon reduction techniques, and most keep a list of qualified radon testing and mitigation businesses. Your radon

officer can also provide the phone number of your regional USEPA office.



Conducting Follow−up Measurements

The higher your initial (screening) tests, the sooner you should
conduct follow−up measurements. The EPA states that you
should retest the same location that was tested initially. For
additional or follow−up testing, make sure at least one test is
conducted in the lowest lived−in level of the home. Also choose
regularly used rooms, such as family rooms, dens, playrooms, or
bedrooms. A bedroom on the lower level may be a good choice,
because people generally spend the most time in their bedrooms
(approximately one−third of the year). If there are children, it may
be appropriate to test their rooms or other areas where they spend
a lot of time, especially at the lower levels. All short−term
follow−up tests must be conducted under closed−building
conditions. If closed−building conditions cannot be maintained, a
long−term measurement conducted under normal living
conditions could be used to help estimate average annual
exposures.

Tests should not be conducted in a kitchen or a bathroom
because high humidity, exhaust fans, and other factors can
adversely affect the test results. Tests should not be conducted in
storage areas or laundry rooms, because relatively little time is
spent there. Although radon in water may be a contributor to the
concentration of airborne radon, radon in air should be confirmed
before a test for radon in water is performed.

It is recommended that before spending any time or money on
radon mitigation, one should conduct multiple (three or more)
tests to be certain there is a need. A few more tests will most
certainly cost considerably less than any mitigation work.

If follow−up measurements have confirmed that the average
annual level of radon is equal to or greater than 4 pCi/L, the
USEPA recommends that the building or home be mitigated for
radon. Consider also that a future buyer is likely to demand that
the building pass a radon test before purchasing.

Variations in Radon Levels: what can affect your test results and
why it may be important to conduct confirmation tests.

When tests are performed in different seasons or under different
weather conditions, the initial screening and follow−up tests may
vary considerably. Radon levels can vary significantly between
seasons, so different values are to be expected. Even during
normal

weather, indoor radon levels may rise and fall by a factor of two
on a daily cycle; for example, from 5 pCi/L to 10 pCi/L in 24
hours. During rapidly changing or stormy weather, the levels may
change more dramatically. Because continual changes in radon
levels are considered the norm, expose the testing device for as
long as is practical, while following the manufacturer's
recommendations. This, of course, provides a better overall
average of the measurement.

If you are comparing tests, or are averaging a series of tests, bear
in mind that any radon test returns only the average of the levels
present during a specific period of time at the precise location of
the test. Conditions during a different test period or at a different
location in the building are expected to be different.

Test results can also vary if the radon test instructions were not
carefully followed. A laboratory measuring radon in samples
taken outside the lab must rely on the person conducting the
test. For example, the wrong starting or ending date of a test will
significantly affect the calculated result. The location of each
radon test can also influence the result. For example, a test placed
in the blowing air stream of a fan is likely to collect more radon
than it would under normal conditions. Also, three tests conducted
in one home, but in three different rooms, would be expected to
have at least slightly different test results.

Test results from a properly used activated charcoal test will more
closely reflect the average radon concentrations over the last three
to five days of the test period. This happens because the radon
collected by the activated charcoal has a radioactive half−life of
only four days. This means, for example, over one−half of the
radon collected during the first three days of a seven day test
`died' before the test ended. Seven day exposures of activated
charcoal test devices are suggested because this allows the
charcoal to equilibrate with its environment, averaging out the
peaks and valleys that normally occur in real−life radon levels.
Also the aspect of user convenience is considered, because most
find it easier to remember to end a test on the same day of the
week it was started.

If you have further questions regarding this test or need advice on
follow−up testing, call fax or write to our technical service
department listed below. Thank you for choosing the Air Chek
test device.

PERFORMING RADON TESTS FOR A REAL ESTATE TRANSACTION

EPA guidelines recommend that at least two short−term tests should be conducted, either together or sequentially, at the same location in the building. If the
average of all the tests is below 4 pCi/L, then no further action is necessary at this time. It is highly recommended that any property transaction tests be
conducted by a non−interested third party. To locate a listed or certified radon tester, contact your state or regional EPA radon office or visit our website at
http://www.radon.com to download a list of NEHA−certified testers. Ask for or download publication number EPA 402−K−00−008 Home Buyer's and Seller's
Guide to Radon.

Limitation of Liability: While we at Air Chek, Inc. make every effort to maintain the highest possible quality control and include several checks and verification
steps in our procedures, we make NO WARRANTY OF ANY KIND, EXPRESSED OR IMPLIED, INCLUDING WITHOUT LIMITATION ANY IMPLIED
WARRANTY OF MERCHANTABILITY OR FITNESS with respect to any item furnished, information supplied or services rendered you by Air Chek, Inc.
Before any action is taken on the basis of test results given to you by Air Chek, Inc. we recommend that further testing be done. Neither Air Chek, Inc., nor any
of our employees or agents, shall be liable under any claim, charge, or demand, whether in contract, tort or otherwise, for any and all losses, costs, charges,
claims, demands, fees, expenses, injuries or damages (including without limitation INCIDENTAL OR CONSEQUENTIAL DAMAGES WHICH ARE
EXCLUDED) of any nature or kind arising out of, connected with, resulting from, or sustained as a result of any item furnished, information supplied, or service
rendered to you by Air Chek, Inc.

Notice to Pennsylvania Residents: The Radon Certification Act requires that anyone who provides any radon−related service or product to the general public
must be certified by the Pennsylvania Department of Environmental Protection. You are entitled to evidence of certification from any person who provides such
services or products. You are also entitled to a price list for services or products offered. All radon measurement data will be sent to the Department as required in
the Act and will be kept confidential. If you have any questions, comments, or complaints concerning persons who provide radon−related services, please contact
the Department of Environmental Protection, P.O. Box 8469, Harrisburg, PA 17105−8469 (717−783−4594).

The radon test kit(s) used for this report is certified by the NEHA−NRPP, Lab ID: 101138, for use in all fifty states. It is also listed or certified for use in all states
that have a radon program.

For technical information, call (828) 684−0893. Office hours are Mon−Fri 8:30 to 5:30 EASTERN
You can reach us by Fax at (828) 684−8498 or write to Air Chek, Inc., Box 2000, Naples, NC 28760

Web Site: http://www.radon.com   Email to: info@radon.com

http://www.radon.com
mailto:info@radon.com


03/16/12 ACTIVATED CHARCOAL RADON TEST #5981914

Radon Test Result: < 0.3 ±0.1 pCi/L

Test Started 03/08/12 at 8:00 am
Test Ended 03/13/12 at 10:00 am
Closed house conditions maintained during test.

Location Basement

CITY OF ST PAUL HRA
591 LAFOND
SAINT PAUL, MN 55102

INTERPRETING YOUR TEST RESULT

The US EPA action level for indoor radon is 4.0 pCi/L. Test results in this range(0.5
pCi/L or less) are, for all practical purposes, equivalent to the radon levels found in fresh
air. However, if you make any structural changes or start to use a lower level of the
building more frequently you should test again.

You may be able to obtain additional information about radon related subjects by calling
your state radon officer at 800−798−9050. Or call the "Radon Fix−It Line" at
800−644−6999 Monday thru Friday between NOON and 8 pm EST

READ THIS FIRST
This result has been rounded to

one−tenth (0.1) of a pCi/L (picoCurie
per liter), the most common method of

reporting radon in air.

NEXT...PLEASE...READ
everything under the heading

INTERPRETING YOUR TEST
RESULT

Your health risk

The primary health risk from long−term exposure to
radon is lung cancer. The risk of developing a lung
cancer from radon exposure depends both on how
much radon is present and how long you are exposed
to radon. The higher the radon level or the longer the
time of exposure, even if the levels are relatively low,
the greater the risk. Exposures up to 4 pCi/L may
present some risk of contracting lung cancer to more
sensitive occupants, especially children. Recently the
US Congress set as a goal the lowering of radon levels
in buildings to equal the levels of outside air.

What is a picoCurie

For those interested in the numbers, a picoCurie is
0.000,000,000,001 (one−trillionth) of a Curie, an
international measurement unit of radioactivity. One
pCi/L means that in one liter of air there will be 2.2
radioactive disintegrations each minute. For example,
at 4 pCi/L there will be approximately 12,672
radioactive disintegrations in one liter of air, during a
24−hour period.

Conducting Follow−up
Measurements

USEPA protocol describes two general types of radon
measurements: short−term tests conducted from 48
hours up to 90 days, and long−term tests that last from
90 to 365 days. Your first test (initial/screening)
should be a short−term `worst−case' screening to see if
there is a potential for high exposure to radon.
Screening tests should be conducted under
closed−building conditions, in the lowest lived−in area
in the house, because the highest concentrations of
radon will usually be found in a room closest to the
underlying soil. Tests made under these conditions are
less likely to miss a house with a potential for high
concentrations. On the other hand, if the results of
worst−case screening tests are very low, there is a high
probability that the average annual concentrations in
the house are also low.

This test result reflects the amount of radon measured in this sample AFTER it arrived at our
laboratory. All analysis computations are automatically adjusted to reflect the length of test, the

amount of moisture in the sample, time from the end of test, and the amount of radiation
measured. If ALL the test instructions were carefully followed, then it is reasonable to assume
this is an accurate assessment of the average level of the radon this sample was exposed to

during the time indicated on the test packet.

* Your state has designated a radon officer to assist citizens with questions on radon. Most offer free information on radon
and radon reduction techniques, and most keep a list of qualified radon testing and mitigation businesses. Your radon

officer can also provide the phone number of your regional USEPA office.



Conducting Follow−up Measurements

The higher your initial (screening) tests, the sooner you should
conduct follow−up measurements. The EPA states that you
should retest the same location that was tested initially. For
additional or follow−up testing, make sure at least one test is
conducted in the lowest lived−in level of the home. Also choose
regularly used rooms, such as family rooms, dens, playrooms, or
bedrooms. A bedroom on the lower level may be a good choice,
because people generally spend the most time in their bedrooms
(approximately one−third of the year). If there are children, it may
be appropriate to test their rooms or other areas where they spend
a lot of time, especially at the lower levels. All short−term
follow−up tests must be conducted under closed−building
conditions. If closed−building conditions cannot be maintained, a
long−term measurement conducted under normal living
conditions could be used to help estimate average annual
exposures.

Tests should not be conducted in a kitchen or a bathroom
because high humidity, exhaust fans, and other factors can
adversely affect the test results. Tests should not be conducted in
storage areas or laundry rooms, because relatively little time is
spent there. Although radon in water may be a contributor to the
concentration of airborne radon, radon in air should be confirmed
before a test for radon in water is performed.

It is recommended that before spending any time or money on
radon mitigation, one should conduct multiple (three or more)
tests to be certain there is a need. A few more tests will most
certainly cost considerably less than any mitigation work.

If follow−up measurements have confirmed that the average
annual level of radon is equal to or greater than 4 pCi/L, the
USEPA recommends that the building or home be mitigated for
radon. Consider also that a future buyer is likely to demand that
the building pass a radon test before purchasing.

Variations in Radon Levels: what can affect your test results and
why it may be important to conduct confirmation tests.

When tests are performed in different seasons or under different
weather conditions, the initial screening and follow−up tests may
vary considerably. Radon levels can vary significantly between
seasons, so different values are to be expected. Even during
normal

weather, indoor radon levels may rise and fall by a factor of two
on a daily cycle; for example, from 5 pCi/L to 10 pCi/L in 24
hours. During rapidly changing or stormy weather, the levels may
change more dramatically. Because continual changes in radon
levels are considered the norm, expose the testing device for as
long as is practical, while following the manufacturer's
recommendations. This, of course, provides a better overall
average of the measurement.

If you are comparing tests, or are averaging a series of tests, bear
in mind that any radon test returns only the average of the levels
present during a specific period of time at the precise location of
the test. Conditions during a different test period or at a different
location in the building are expected to be different.

Test results can also vary if the radon test instructions were not
carefully followed. A laboratory measuring radon in samples
taken outside the lab must rely on the person conducting the
test. For example, the wrong starting or ending date of a test will
significantly affect the calculated result. The location of each
radon test can also influence the result. For example, a test placed
in the blowing air stream of a fan is likely to collect more radon
than it would under normal conditions. Also, three tests conducted
in one home, but in three different rooms, would be expected to
have at least slightly different test results.

Test results from a properly used activated charcoal test will more
closely reflect the average radon concentrations over the last three
to five days of the test period. This happens because the radon
collected by the activated charcoal has a radioactive half−life of
only four days. This means, for example, over one−half of the
radon collected during the first three days of a seven day test
`died' before the test ended. Seven day exposures of activated
charcoal test devices are suggested because this allows the
charcoal to equilibrate with its environment, averaging out the
peaks and valleys that normally occur in real−life radon levels.
Also the aspect of user convenience is considered, because most
find it easier to remember to end a test on the same day of the
week it was started.

If you have further questions regarding this test or need advice on
follow−up testing, call fax or write to our technical service
department listed below. Thank you for choosing the Air Chek
test device.

PERFORMING RADON TESTS FOR A REAL ESTATE TRANSACTION

EPA guidelines recommend that at least two short−term tests should be conducted, either together or sequentially, at the same location in the building. If the
average of all the tests is below 4 pCi/L, then no further action is necessary at this time. It is highly recommended that any property transaction tests be
conducted by a non−interested third party. To locate a listed or certified radon tester, contact your state or regional EPA radon office or visit our website at
http://www.radon.com to download a list of NEHA−certified testers. Ask for or download publication number EPA 402−K−00−008 Home Buyer's and Seller's
Guide to Radon.

Limitation of Liability: While we at Air Chek, Inc. make every effort to maintain the highest possible quality control and include several checks and verification
steps in our procedures, we make NO WARRANTY OF ANY KIND, EXPRESSED OR IMPLIED, INCLUDING WITHOUT LIMITATION ANY IMPLIED
WARRANTY OF MERCHANTABILITY OR FITNESS with respect to any item furnished, information supplied or services rendered you by Air Chek, Inc.
Before any action is taken on the basis of test results given to you by Air Chek, Inc. we recommend that further testing be done. Neither Air Chek, Inc., nor any
of our employees or agents, shall be liable under any claim, charge, or demand, whether in contract, tort or otherwise, for any and all losses, costs, charges,
claims, demands, fees, expenses, injuries or damages (including without limitation INCIDENTAL OR CONSEQUENTIAL DAMAGES WHICH ARE
EXCLUDED) of any nature or kind arising out of, connected with, resulting from, or sustained as a result of any item furnished, information supplied, or service
rendered to you by Air Chek, Inc.

Notice to Pennsylvania Residents: The Radon Certification Act requires that anyone who provides any radon−related service or product to the general public
must be certified by the Pennsylvania Department of Environmental Protection. You are entitled to evidence of certification from any person who provides such
services or products. You are also entitled to a price list for services or products offered. All radon measurement data will be sent to the Department as required in
the Act and will be kept confidential. If you have any questions, comments, or complaints concerning persons who provide radon−related services, please contact
the Department of Environmental Protection, P.O. Box 8469, Harrisburg, PA 17105−8469 (717−783−4594).

The radon test kit(s) used for this report is certified by the NEHA−NRPP, Lab ID: 101138, for use in all fifty states. It is also listed or certified for use in all states
that have a radon program.

For technical information, call (828) 684−0893. Office hours are Mon−Fri 8:30 to 5:30 EASTERN
You can reach us by Fax at (828) 684−8498 or write to Air Chek, Inc., Box 2000, Naples, NC 28760

Web Site: http://www.radon.com   Email to: info@radon.com

http://www.radon.com
mailto:info@radon.com
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